2” watertight flexible conduit
draped slightly for expansion

Combination coupling

Breaker box 7

GENERAL NOTES

@If feasible, conduit to be installed
on coping of bent; if not,
install as shown on end of bridge
not facing traffic.

Breaker box

2" conduit - Terminates 2 ft

%” conduit
clamped at 4 ft
or less spacing

below grade without elbow &
with grounding bushing

Malleable iron
pipe straps

4

A \
Galv. bolt with locknutL

Wide flange beam

Steel Beam

AR

To underground circuit
splice point

Ground rod

ELEVATION

Concrete bridge

L Drip bead

Wedge anchor

Malleable iron pipe
strap w/ spacer

-
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2" conduit — Terminates
2 ft below grade without
elbow & with grounding
bushing @
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